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ABSTRACT 

A computer program to simulate the Fermilab Tcvatron liquid helium satcllitc 
refrigeration system has heen developed. The simulaur program takes advantage of the 
Macintosh platform upon which it was developed to produce a unique, easy to USC 
Macintosh interface IO facilitate ease of cycle design and modification. The user can dra? 
icons representing refrigerator components around ox the screen and piece them togcthu 
to form a variety of liquid helium refrigeration cycle configurations. Extensive use of the 
icons, windows, and pull-down menus of the Macintosh interface allows the user to 
easily alter refrigeration component configurations and pwameters. Calculation accul-ac) 
is retained by using existing helium property subroutines and component models. The 
user interface, program output, and code details al-e described. Sample configtuuions 
and results are presented. 

INTRODUCTION 

A computer program to simulate the Fwmilab Tcvatron liquid helium satellite 
refrigeration system has been developed. This simulator was intended for the study of a 
variety of design configurations and operating conditions for the planned low temperature 
upgrade to our system. The upgrade involves the addition of a cold compressor to the 
existing liquid helium refrigerator cycle to lower the temperature of the acccler3w 
magnets and allow for higher hcam energy. 1.2 The simulator program ~kcs advantage ol 
a unique, easy to USC Macintosh interface while retaining the calculation accu~~c! 
obtained from existing helium property subroutines nnd component models. 

Earlier work was done to simulate the original Tcvatron cryogenic sys,cm over ;I 
very limited operating range.’ This new software not only allows the opgradcd system in 
be modeled but also offers other major improvements. Two notable areas of improvemull 
are the heat exchanger modei and the ease with which the user can design and rnodily th; 
system to he simulated. Also, the new version allows for nitrogen precooling and 
operation of an intermediate temperature expansion cnginc in the heat exchanger columns. 

The user first specifies the physical cycle conliguration and the details of how 
each component will operate. Then, each state point for the steady state cast may hc 
completely solved for in terms of temperature, pressure. enthalpy, entropy, exergy. 
percent liquid (for two phase conditions), and tnass flow rate. The program obtains the 
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solution hp iteratively performing mass and energy balance calculations. Addirionally, 
the user may choose to run a set of related simulations, in which selected inputs arc 
automatically varied over a user-specified range. The values of other variables (scleacd 
hy the user) for each simulation in the set are then outputted in a tabular fashion. 

To accurately handle helium properties throughout the cycle, the simulatol 
program accesses a customized version of the helium properties program. HePak (b) 
Cryodata, Inc.), which is based on work by Arp and MC&I-ty.“ Also, to ensure simulation 
accuracy, special attention was given to the heat exchanger component. A rigwous hat 
exchanger model must be used to accurately account for the property variations 
experienced in a cryogenic helium heat exchanger. After a comparison of scvcr~I 
simulation methods,5 it was decided to model the heat exchanger by breaking the column 
up into an appropriate number of log mean temperature difference steps. 

The program’s interface, as it takes advantage of tile Macintosh platform up,i~r 
which it was developed, is very simple and easy to use. The user can drag icons 
representing refrigerator components around on the screen and piece them rogcthcr to 
form a variety of cycle configurations. Extensive use of the icons, windows, and pull- 
down menus of the Macintosh interface allows the user to easily alter the componciir 
contigurations and parameters, facilitating design optimization and cycle performnncc 
studies. The new interface certainly offers an improvement over previous versions. which 
required the user to modify and recompile the source code to make any changes in thl: 
cycle configuration. Also, the ordered structwc of file/user inputs are avoided. in that the 
user can alter the value of any parameter at any time, or even specify a sequcncc of valws 
through which they can automatically be varied. 

USER INTERFACE 

The code tirst requires the user to drag icons representing components onto in 
window, arranging them together into the desired configuration for the satellite Ihelium 
refrigeration system. See Table 1 for a listing of the components available (which are 
accessible within the program via n scrolling palette). An example configuration in a 
document window is shown in Figure 1. Note that the configuration appears as an “opw 
cycle” with high pressure gas provided to refrigerator and low pressure gas rcturncd. A 
warm compressor with a user delined efliciency is assumed to be operating between thcsc 
points although it is not displayed. 

By “double-clicking” with the mouse on a component’s icon, the IICI’ may 
provide general specifications for the operation of that component. In this manner, cacb 
component’s parameters may he specified. Tabic I shows the wiables that may bc inpllt 

I:igure 1. Snmt>le Gmulation window xnd c.~~o~igoratioll 



Table 1. Available ccimponcnrs and inputs 

Symbol 
I 

I"puts 

iiqllid 
(from Central Hc Liquilier) 

Magnet String 

exhausI pxssux. cllicicncy 

exhaust pressu~c. eflicicncy 

two-phase liquid balil pressure, cooling Lube outiel 
AI, dcwar bciu leak 

flow imbalance ratio (shell aide mass now / lube 
side mass tlow). tube side pressure & prcssurc drop, 
shell side pressure drop, tutc illlet tempcraturc, dry 
engilc mass flow. dry engiuc efficiency, nitropcn 
cxchallfier Ilc now, heat cxchanpx alporilhm 

liquid reservoir pressure & femperature, pelrenrnjie 
of total liquid Ile addilion (if more t1w1 one) 

magnet heal Ioild, pwcr lead in,ass flow, sit,@- 
phm prcssul-c dmp, Iwn-pb:,se preswrc drop 

for each component. If no values are cmered for a particular component, default scuings 
are used. The genetal configutation as well as all of the component specifications may lx 
saved and later recalled and modified or printed. 

PROGRAM OUTPUT 

When an acceptable configuration has been built, the simulation code will 
calculate each process state point for steady state conditions by performing mass and 
energy balances. The code assigns each boundary between components a sute poiill 
number (as well as points within certain componenls) which can be matched to the 
tabular output. A second law-exergy analysis is also performedb. A sample of the 
program output is displayed in Table 2. Al~cmativcly, the user can choose to run a 
sequence of simulations where the values of one or more variables are automatically 
altered in a user-defined manner. The values ol other variables, selected hy the wax, xc 
outputted for each run. When solving a simulation cycle, the code repeatedly cheeks lol 
various error conditions and breaks to inform the user with an appropriate message upon 
encountering one. 

CODE DETAILS 

The program, written in Object Pascal. makes cxtensivc use of object-wicntcd 
programming, the Macintosh Toolbox, and Symantec’s THINK Class Library. The class 
library provided musable code modules to zid in hand!ing many comp!ex px!s of t!lc 
program’s interface, such as scrollable windows with multiple sub-elements. Also. the 
OOP paradigm was applied to the problem 01‘ describing, modifying, and simulating a 
general refrigeration cycle. The algorithms could he witten, for the most part, in tcnns 01 
generic, abstract classes that described any possible component. These algorithms wcx 
then applied, at w-time, to a variety of subclasses which describe the properties 01 
specific components, such as cold compressors or dewars. In this manner, not only is it 
possible to simulate a wide variety of configurations, but also the easy extension of the 



Table 2. Sample Progl-nm Output 

Point # ‘l(K) P (Atm) II s (J/F/K) ‘3% Liquid Flow (E/S) IJxc,w (I/c) 
0 3OO.CCOl 2O.OooO 1579.7383 25.3MO o.woo 38.71X4 IR72,3?ih 
1 6.5706 19.0000 26.4982 4.1620 0.0000 38.7184 G679.6fil9 
2 5.0434 2.0000 16.7597 4.8173 9G.7051 3X.7184 G473.3436 
3 3.6621 2.0000 s.cot1 2.8953 100.0000 38.7184 7041.2779 
4 3.5821 2.0000, 7.8291 2.8230 100.0000 3&71X4 7062.7l93 
5 3.5821 2.0000 7.8291 2.8230 100.0000 37.7184 7062.7193 
6 3.5621 O.SCCQ 7.8291 3.1321 96.5709 37.7184 69G9.9736 

37.7184 564X.8702 
37.7184 5626.529X 

7 3.5621 0.5wO 23.7364 7.5888 27.5835 
8 3.5621 0.5000 24.0054 7.6642 20.4168 
9 3.5621 0.5000 14.5438 5.0134 67.4504 
10 3.5621 0.5wo 22.5588 7.2589 32.6906 
I1 3.5621 0.5000 30.0967 9.370x O.WW 

6.R078 6412.31X3 
44.5262 5746671R 
44.5262 5 I?0.6+l97 
44.5262 49111. I'KJ 
44.5262 42.0105 

I2 56905 1.2000 40.2583 10.1262 OWOll 
I3 204.X763 I.0500 l391.1382 30.83M o.won 

Nitrogen I~nch;~nger Heat Tmnsfer (kW): o.owfl 
Est. Warm Con~pressor \Vork (kW): 20X.9925 

Est.CHL Work (kW): 191.6411 
Tot;,1 Est. ,n,mt \Vork (kW): 4Kl.55Kl 

&wzv Flow(kW) % of,n,uf E':lem 
Uw/lcl Re/ripwxion: 47.2450 11.794X 
Useful Cod Cooling: 7.0627 1.7632 

CHL Lm.wz: 159.0621 39.7101 
CNL Lmses: 0.0000 o.ocQo 

Warm Comer. Ln.r.ws: 125.4724 31.3244 
,Sarellire Los.~es: 61.7160 15.4075 

program by the addition or modification of components is facilitated. Since the 
algorithms are written to apply to any component, to create a new component one mw 
merely define an appropriate subclass which encqxulates the propertics specific to LII;II 
component. The new component will then automatically be managed correctly by alI 
other parts of the program-it will not only be simulated co~xctly. but in addition it will 
be seamlessly incorporated into the user interface, allowing it to be positioned and cdi~cd 
just lie any other component. Of course, modifications to the actual simulation algo’itlm~ 
&elf would rcquirc more widespread code ch;mgcs, but the methods of objc.ct-oricxicc 
programming scwe to minimix the repercussions of any chq~c. 

The HePak helium properties code package and also code from previous 
simulation programs, all written in VAX FORTRAN, were used to perform many of 111~ 
numerical calculations for the program. In order to properly incorporate the ~.elcwnt 
portions of these programs into OUT simulator, we were required to translate them inro 
Pascal. This was primarily done through the use of a number of macros WC wrote for the 
word processor/editor Nisus (by Nisus Software. Inc.). A few lines of code also required 
additional translation by hand. 

A COMPARISON TO EXPERIMENTAL OBSERVATIONS 

Experiments were done to compare simulator predictions with actual reftigcracv 
performance observations. Tests were conducted in one of the satellite rclrigci-atoms 
cooling Tevatron magnets. Tcmpcratures, prcssuws, and llow rates wet-c mc;~s~~wl ;\I 
various points in the cycle for a variety of cold compressor operating conditions. 
Observations agreed well with simulator predictions, within measurement unccrtaintics. 
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Figure 2. Predicted Central FIeliurn Liquefier 130~ I<equirements 

These tests were limited to the cold compressor suction inlet being ahovc 
atmospheric prcssurc due to the possihility of contamination in the cryogenic sysrcm 
adversely effecting accelerator operations. Howcvel-. a case in which the cold compxxo~ 
was forced to work somewhat hard (by throttling a valve at the heat exchnnfer low 
pressure outlet) was studied. In the future. more testing will he done to comp;wc 
simulator predictions to cases in which sub atmospheric pressures are achieved. 

SOME RESULTS 

A sample of some results obtained from multiple runs of the profran are sho~w 
in Figure 2. This plot illustrates the predicted helium flow requited from 0~ Ccntr;ll 
Helium Liquifier (point 9 in Table 2) for various majinet heat loads and sub atmospheric 
two phase helium pressures. The cycle was chosen to operate with 20% liquid returni!l: 
from the magnet strings (to provide an adequate quench safety margin). For these results 
the model assumes that the heat exchan~cr has no pressure drop, the iscntropic 
efficiencies of the expander and cold compressor arc 75% and 60% respectively, Cl-II. 
flow arrives to the refrigerator at 5K and 3 utm., the dewar nftercools the cupandcr 
exhaust to O.lK above the bath temperature, and the cold compressor pumps on saturated 
vapor. Power leads are taken to need 1 g/s of helium flow. The refrigerator is provided 
with high pressure helium at 300K and 19 arm. This figure demonstrates the risin:! 
demand placed on the CHL plant as magnet load inc~.eases and magnet tempcratwc 
decreases. 

CONCLUSIOSS 

An accura1c, vct’satilc, and easy to t,sc simul:1101. profl-am has hccn d~~cl~~p~tl ,,> 
PI-edict the performance of the Fermilah Tevatron liquid helium refrigeration cycle. Tile, 
profram has been beneficial in guiding the design and understandin~.the operarion of 111~ 
upgraded cryogenic system. 
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